
ALTERNATES

PLUMBING LEGEND

SANITARY SEWER PIPING (SS)

VENT PIPING (V)

COLD WATER PIPING (CW)

HOT WATER  PIPING (HW)

HOT WATER CIRCULATION (HWC)

PIPE TURNS UP

PIPE TURNS DOWN

CONTINUATION

TIE POINT INTO EXISTING

LIMITS OF DEMOLITION

PLUMBING ABREVIATIONS

AMERICANS WITH DISABILITIES ACT

ABOVE FINISHED FLOOR

BACKFLOW PREVENTER

COLD WATER

COMMON VENT

FLOOR CLEANOUT (FLOOR OR SLAB)

FLOOR DRAIN

GROUND CLEANOUT

GREASE WASTE

HOSE BIBB

HUB DRAIN

ADA

INDIRECT DRAIN

HOT WATER
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VENT
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CW

CV
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FD
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GW

HB

HD

IND

HW
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P.C.

SS

V
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W

WCO

STORM WATERSD

HOW WATER CIRCULATIONHWC

ICED WATER (SUPPLY)IW

STORM DRAIN (SD)

SS

SD

V

ALT #1
Add Alternate #1:
Construction and fit out of therapy pool, mechanical area (1-606), pool enclosure
(1-603), associated roofing, specialty equipment housed within the pool area,
doors 600B, 603, 604B, and sidelight 604 are all alternate.

Base bid to include demolition of mechanical unit, slab, and fence (D8); demolition
of concrete ramp and canopy (D2, D7, D11); demolition of exterior door near
column G4 and subsequent infill of exterior wall.

Plumbing sheets: PP101, PP111, PP112, PP113, PP301, PP302, and PP601 (all
plumbing work related to therapy pool)

Mechanical sheets: MH111, MH401, MH503, MH504, MP101, MP111, and
MH602 (all mechanical work related to therapy pool)

Electrical sheets: ED101, E-102, E-103, E-104, E-105, E-601, E603, and FA102
(all electrical work related to therapy pool)
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1400 Black Horse Hill, Coatesville, PA

GENERAL NOTES AND SPECIFICATIONS
1 THE ENTIRE PLUMBING SYSTEM SHALL BE IN ACCORDANCE  WITH ALL PROJECT  SPECIFICATIONS, LOCAL, STATE,

AND NATIONAL CODES ALONG WITH ALL VA STANDARDS, EQUIPMENT SHALL BE INSTALLED IN ACCORDANCE TO
MANUFACTURER'S WRITTEN RECOMMENDATIONS.

2 ALL WORK SHALL BE COORDINATED WITH ALL OTHER TRADES PRIOR TO INSTALLATION. CONTRACTOR SHALL
COORDINATE ROUTING OF ALL PIPING WITH EXISTING CONDITIONS AND SHALL PROVIDE ANY NECESSARY OFFSETS,
REROUTING, ETC. REQUIRED FOR A COMPLETE AND COORDINATED INSTALLATION.

3 THESE PLANS ARE DIAGRAMMATIC. CONTRACTOR SHALL PROVIDE ALL NECESSARY OFFSETS, TEES, ELBOWS, ETC
FOR A COMPLETE WORKING PLUMBING SYSTEM.

4 THE PLUMBING CONTRACTOR SHALL COMPLY WITH ALL VA PERMIT AND INSPECTION PROCEDURES REQUIRED FOR
THIS WORK.

5 CONTRACTOR SHALL COORDINATE ANY PLUMBING SYSTEM REQUIRING SHUTDOWN WITH THE OWNER 1 WEEK IN
ADVANCE.

6 ALL DOMESTIC PIPING SHOWN IS LOCATED ABOVE THE CEILING OR WITHIN WALLS UNLESS NOTED OTHERWISE.

7 ALL PLUMBING FIXTURES AND KITCHEN EQUIPMENT SHALL HAVE A PISTON TYPE WATER HAMMER ARRESTOR SIZED
ACCORDING TO MANUFACTURER'S RECOMMENDATIONS.

8 ALL SANITARY SEWER PIPING SHOWN IS LOCATED BELOW GRADE OR WITHIN WALLS UNLESS NOTED OTHERWISE.
ALL SANITARY VENT PIPING SHOWN IS ABOVE CEILING OR WITHIN WALLS UNLESS NOTED OTHERWISE.

9 ALL PIPING SYSTEMS SHALL BE SUPPORTED AS REQUIRED BY ALL LOCAL, STATE, AND NATIONAL CODES ALONG
WITH ALL VA STANDARDS AND MANUFACTURER'S RECOMMENDATIONS.

10 ALL PIPING PENETRATIONS THRU NEW OR EXISTING WALLS OR FLOORS SHALL BE SEALED TO EQUAL THE RATING
OF THE NEW OR EXISTING WALL OR FLOOR.

11 ALL PLUMBING SYSTEMS SHALL BE TESTED AS REQUIRED PER ALL LOCAL, STATE, AND NATIONAL CODES ALONG
WITH ALL VA STANDARDS.

12 THE PLUMBING CONTRACTOR SHALL COORDINATE ALL PLUMBING PIPING WITH ALL STRUCTURAL COMPONENTS.

13 THE ENTIRE DOMESTIC WATER SYSTEM SHALL BE DISINFECTED IN ACCORDANCE WITH ALL LOCAL, STATE, AND
NATIONAL CODES ALONG WITH ALL VA STANDARDS.
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